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FY00/01/02 DORMITORIES 
ACCOMPANYING AMENDMENT NO. 0009 TO SOLICITATION NO. DACA63-02-R-0009 

Chapter D3.1 - 1 

CHAPTER D3.1 - ENERGY SUPPLY 

PERFORMANCE 

A. Basic Function: 

1. Provide natural gas for use by plumbing equipment in accordance with code and as follows: 

2. Comply with Uniform Plumbing Code, 2000 Editon (AM#9). 

3. Comply with Uniform Mechanical Code, 2000 Edition (AM#9). 

C. Health and Safety: 

1. System Design Pressure:  125 psig, minimum. 

2. Natural Gas System Working Pressure:  3 psig, maximum. 

3. Natural Gas Entrance into Facility:  Locate the service meter at least 3 feet  from ignition 
sources. 

D. Durability: 

1. Expected Service Life Span:  Provide a system which will last a minimum of 10 years in service 
without major repairs or operating expense. 

2. Vandalism:  Protect the service meter from unauthorized access. 

3. Accidental Damage:  Protect service meter from accidental damage by installing bollards to stop 
vehicles. 

E. Operation and Maintenance: 

1. System Capacity:  Provide a fuel supply line (pipe) with capacity to serve the facility plus 20 
percent reserve capacity. 

2. Ease of Use: 
a. Locate fuel piping system mains in dedicated piping chases. 

PRODUCTS 

A. Pipe:   

1. Use one or more of the following: 
a. Steel pipe with threaded or welded joints inside the building. 
b. PE pipe with solvent joints below grade. 
c. Install an anode-less riser at entry into building. 

END OF CHAPTER D3.1 
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